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3
I7

2
I6

3
I3

1
-X2 I5

1
-X1 I1

4
I4

2
I2

4
I8

-412A1
/412.1

Product Channel
Open

Remote
Start

Door
Switch

Current Relay Temperature
Alarm

Temperature
Trip

Disposal Channel
Open

Local

1

2

-501F1

-X1 31 13 5 8

1

3

2
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-+

1

3

2
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-+

-X1 29 12 3 630 4 7

13

14

-501B4
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BN
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BU
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BK
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BK
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mm²0,34
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/220.3
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/220.3

X4 29 30
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X3 3 4

X3 5

X4 6 7

X4 8
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/501.2
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-X4 =

1

2
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98
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/220.4
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3
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1
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4

O4

2
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1

-X4 O5

2

O6

3

O7

4

O8

Magnet Demagnetize Valve
Product Channel
Open

Spare Magnet
On

Magnet
Off

Failure Spare

-502Q2
AC-3, 7,5KW/400V, 1S+1OE, DC 24V,

1/L1 2/T1 /150.3
3/L2 4/T2 /150.3
5/L3 6/T3 /150.3

1413
21 22

-502Q2.1
AC-3, 4KW/400V, 1S, DC 24V,

1/L1 2/T1 /150.4
3/L2 4/T2 /150.4
5/L3 6/T3

1413

1

2

-502F3

-X1 9

-X1 7

-X4 9

-X4 7

-SCBAP12401
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X1

X2
-502P5

LED AC/DC 24 V

X1

X2
-502P6

LED AC/DC 24 V

X1

X2
-502P7

LED AC/DC 24 V

x1

x2
-502K3

mm²1
BN

mm²1
BU
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Product Channel
Open
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Customizable
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-501S8
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SIEMENS
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-200T2
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Bill of material
Part NumberQuantity Isah NumberType number SupplierDescription

1

1

0

1

2

1 450V1.5uFCAPACITOR Unknown brand450V1.5uF EIMB81K500

1

1 5SY4510-8CIRCUIT BREAKER 10KA 1+N-POL D10 Siemens5SY4510-8 EIHD042005

1 5SY6504-7CIRCUIT BREAKER 6KA1+N-POL C4 Siemens5SY6504-7 E0029964

2 UT 4-HESI (5X20) GYFuse modular terminal block Phoenix Contact3074169 EI0J020003

AX.1050000Compact enclosure AX Rittal1050000 EI1D566403

450V6.3uFCAPACITOR Unknown brand450V6.3uF EIMB86K300

CP102S-DIAS CPU Module Sigmatek20-004-102 E0027409

2 MI5T25V0,55X20mm Fuse 0,5A Slow Acting FerrazF219747Q EIHF610212

DM161S-DIAS Digital Mixed Module Sigmatek20-008-161 E0027373

1 3SU1401-1BB40-1AA0LED MODULE, GREEN Siemens3SU1401-1BB40-1AA0 EIFD403002

1 3SU1001-6AA40-0AA0INDICATOR LIGHT, GREEN Siemens3SU1001-6AA40-0AA0 EIFC050005

3 3SU1500-0AA10-0AA0HOLDER Siemens3SU1500-0AA10-0AA0 EICH000022

1 3SU1401-1BB30-1AA0LED MODULE, YELLOW Siemens3SU1401-1BB30-1AA0 EIFD403003

1 3SU1001-6AA30-0AA0INDICATOR LIGHT, YELLOW Siemens3SU1001-6AA30-0AA0 EIFC050006

1 3SU1401-1BB20-1AA0LED MODULE, RED Siemens3SU1401-1BB20-1AA0 EIFD403001

1 3SU1001-6AA20-0AA0INDICATOR LIGHT, RED Siemens3SU1001-6AA20-0AA0 EIFC050007

1 M220-61192-033N4Base mounting switch, On-Off switch, 90 degree, 20A, 2 pole, padlock, yellow/red SalzerM220-61192-033N4 EICB442605

1 3RT2025-1BB40CONTACTOR,AC3:7,5KW 1NO+1NC DC24V Siemens3RT2025-1BB40 EIDB052001

1 3RT2016-1BB41CONTACTOR,AC3:4KW 1NO DC24V Siemens3RT2016-1BB41 EIDB032001

4 MY2IN DC24(S)Electromechanical relays, Industrial plug-in relays, MY OmronMY2IN DC24(S) EIDF632004

4 PYF08SSquare Sockets OmronPYF08S EIDK600004

1 S14K60Varistor EpcosS14K60 EIKH176502

1 M220-61025-003M1ROTARY CAM SWITCH 1X21A, H/0/A - FRONT MOUNTING IP66 Salzer5960025 EICB442601

1 6EP1333-2BA20SITOP PSU100S Siemens6EP1333-2BA20 EIPF240505

1 VBO30-16NO7Bridge Rectifier VBO30-16NO7 EIKCDB3807

1 Heatsink250x140mm Heatsink250x140mm E0093016

1 MCR-S10-50-UI-SW-DCI-NCCurrent transducers 2814744 EITW049000

IXYS

TNR

VE1.0VE1.0 1-PHASE TRANSFORMER Jaspers Transformatoren11191164 EIJA501K02

Phoenix Contact

Heatsink250x140mm
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Bill of material
Part NumberQuantity Isah NumberType number SupplierDescription

2 LT3SA00MWPTC probe relay - LT3 with automatic reset Schneider ElectricLT3SA00MW EIDC232000

3 ESKV 16Screwed cable gland (electr.) M16, Grey Wiska10066411 EIYP090016

2 ESKV 20Screwed cable gland (electr.) M20, Grey Wiska10066412 EIYP090020

6 CLIPFIX 35End Clamb Phoenix Contact3022218 EI0M100002

4 D-UT 2,5/10End cover Phoenix Contact3047028 EI0M040000

34 UT 4Feed-through terminal block Phoenix Contact3044102 EI0J020002

1 UT 4-PEGround modular terminal block Phoenix Contact3044128 EI0J320000

2 UT 16Feed-through terminal block Phoenix Contact3044199 EI0J050005

1 D-UT 16End cover Phoenix Contact3047206 EI0M050005

1 UT 16-PEGround modular terminal block Phoenix Contact3044212 EI0J350002

2 FBS 2-6Plug-in bridge Phoenix Contact3030336 EI0M320003
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2
1
2
1-X0 /100.2
2-X0 /100.2
1-X0 /100.2
1-110A1 /110.1
1-110F2 /110.2
2-X6 /110.1;/110.2
7-X6 /110.1.../110.3
2-X6 /110.2;/110.3

/501.2
/100.2

-X0 /100.2

-100Q4
CLIPFIX 35 Phoenix Contact3022218End Clamb-X1 EI0M100002
M220-61192-033N4 SalzerM220-61192-033N4Base mounting switch, On-Off switch, 90 degree, 20A, 2 pole, padlock, yellow/red EICB442605
CLIPFIX 35 Phoenix Contact3022218End Clamb EI0M100002
D-UT 2,5/10 Phoenix Contact3047028End cover EI0M040000
UT 4 Phoenix Contact3044102Feed-through terminal block EI0J020002
UT 4-PE Phoenix Contact3044128Ground modular terminal block EI0J320000
VE1.0 Jaspers Transformatoren11191164VE1.0 1-PHASE TRANSFORMER EIJA501K02
5SY4510-8 Siemens5SY4510-8CIRCUIT BREAKER 10KA 1+N-POL D10 EIHD042005
CLIPFIX 35 Phoenix Contact3022218End Clamb EI0M100002
UT 4 Phoenix Contact3044102Feed-through terminal block EI0J020002
D-UT 2,5/10 Phoenix Contact3047028End cover EI0M040000
FBS 2-6 Phoenix Contact2 3030336Plug-in bridge-X6 EI0M320003 /110.2
5SY6504-7 Siemens1 5SY6504-7CIRCUIT BREAKER 6KA1+N-POL C4-111F2 E0029964 /111.2
6EP1333-2BA20 Siemens1 6EP1333-2BA20SITOP PSU100S-111T1 EIPF240505 /111.1
450V1.5uF Unknown brand1 450V1.5uFCAPACITOR-150C2 EIMB81K500 /150.2
450V6.3uF Unknown brand1 450V6.3uFCAPACITOR-150C4 EIMB86K300 /150.4
S14K60 Epcos1 S14K60Varistor-150R2 EIKH176502 /150.2
VBO30-16NO7 IXYS1 VBO30-16NO7-150T2 EIKCDB3807 /150.2
Heatsink250x140mm TNR1 Heatsink250x140mm-150T2 E0093016 /150.2
UT 16 Phoenix Contact2 3044199Feed-through terminal block-X1 EI0J050005 /150.4
D-UT 16 Phoenix Contact1 3047206End cover-X1 EI0M050005 /150.4
UT 16-PE1 3044212Ground modular terminal block-X1 EI0J350002 /150.5
MCR-S10-50-UI-SW-DCI-NC1 2814744Current transducers-200T2 EITW049000 /200.2
LT3SA00MW Schneider Electric1 LT3SA00MWPTC probe relay - LT3 with automatic reset-220U2 EIDC232000 /220.2
LT3SA00MW Schneider Electric1 LT3SA00MWPTC probe relay - LT3 with automatic reset-220U4 EIDC232000 /220.4
UT 4 Phoenix Contact25 3044102Feed-through terminal block-X1 EI0J020002 /220.2.../220.5;/230.2;/230.4;/230.6;/230.8;/501.2.../501.5;/501.7;/502.3
CP102 Sigmatek1 20-004-102S-DIAS CPU Module-410A1 E0027409 /410.1
DM161 Sigmatek1 20-008-161S-DIAS Digital Mixed Module-412A1 E0027373 /412.1
DM161 Sigmatek1 20-008-161S-DIAS Digital Mixed Module-413A1 E0027373 /413.1
UT 4-HESI (5X20) GY Phoenix Contact1 3074169Fuse modular terminal block-501F1 EI0J020003 /501.1
MI5T25V0,5 Ferraz1 F219747Q5X20mm Fuse 0,5A Slow Acting-501F1 EIHF610212 /501.1
M220-61025-003M1 Salzer1 5960025ROTARY CAM SWITCH 1X21A, H/0/A - FRONT MOUNTING IP66-501S8 EICB442601 /501.8
D-UT 2,5/10 Phoenix Contact1 3047028End cover-X1 EI0M040000 /501.2
UT 4-HESI (5X20) GY Phoenix Contact1 3074169Fuse modular terminal block-502F3 EI0J020003 /502.3
MI5T25V0,5 Ferraz1 F219747Q5X20mm Fuse 0,5A Slow Acting-502F3 EIHF610212 /502.3
3SU1401-1BB40-1AA0 Siemens1 3SU1401-1BB40-1AA0LED MODULE, GREEN-502P5 EIFD403002 /502.5
3SU1001-6AA40-0AA0 Siemens1 3SU1001-6AA40-0AA0INDICATOR LIGHT, GREEN-502P5 EIFC050005 /502.5
3SU1500-0AA10-0AA0 Siemens1 3SU1500-0AA10-0AA0HOLDER-502P5 EICH000022 /502.5
3SU1401-1BB30-1AA0 Siemens1 3SU1401-1BB30-1AA0LED MODULE, YELLOW-502P6 EIFD403003 /502.6
3SU1001-6AA30-0AA0 Siemens1 3SU1001-6AA30-0AA0INDICATOR LIGHT, YELLOW-502P6 EIFC050006 /502.6
3SU1500-0AA10-0AA0 Siemens1 3SU1500-0AA10-0AA0HOLDER-502P6 EICH000022 /502.6
3SU1401-1BB20-1AA0 Siemens1 3SU1401-1BB20-1AA0LED MODULE, RED-502P7 EIFD403001 /502.7
3SU1001-6AA20-0AA0 Siemens1 3SU1001-6AA20-0AA0INDICATOR LIGHT, RED-502P7 EIFC050007 /502.7
3SU1500-0AA10-0AA0 Siemens1 3SU1500-0AA10-0AA0HOLDER-502P7 EICH000022 /502.7
3RT2025-1BB40 Siemens1 3RT2025-1BB40CONTACTOR,AC3:7,5KW 1NO+1NC DC24V-502Q2 EIDB052001 /502.2
3RT2016-1BB41 Siemens1 3RT2016-1BB41CONTACTOR,AC3:4KW 1NO DC24V-502Q2.1 EIDB032001 /502.2
MY2IN DC24(S) Omron1 MY2IN DC24(S)Electromechanical relays, Industrial plug-in relays, MY-504Q2 EIDF632004 /504.2
PYF08S Omron1 PYF08SSquare Sockets-504Q2 EIDK600004 /504.2
MY2IN DC24(S) Omron1 MY2IN DC24(S)Electromechanical relays, Industrial plug-in relays, MY-504Q2.1 EIDF632004 /504.2
PYF08S Omron1 PYF08SSquare Sockets-504Q2.1 EIDK600004 /504.2
MY2IN DC24(S) Omron1 MY2IN DC24(S)Electromechanical relays, Industrial plug-in relays, MY-504Q3 EIDF632004 /504.3
PYF08S Omron1 PYF08SSquare Sockets-504Q3 EIDK600004 /504.3
MY2IN DC24(S) Omron1 MY2IN DC24(S)Electromechanical relays, Industrial plug-in relays, MY EIDF632004 /504.4

Phoenix Contact
Phoenix Contact

PYF08S Omron1 PYF08SSquare Sockets EIDK600004 /504.4
AX.1050000 Rittal1 1050000Compact enclosure AX EI1D566403 /800.1

-504Q4

ESKV 16 Wiska3 10066411Screwed cable gland (electr.) M16, Grey-800U1 EIYP090016 /800.6

Bridge Rectifier

-504Q4

Heatsink250x140mm
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ESKV 20 Wiska2 10066412Screwed cable gland (electr.) M20, Grey-800U1 EIYP090020 /800.6
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Terminal

Part number

Strip label

Terminal label

End angle rear

F12_001

Part number

End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

+-SCBAP12401-X4

6

7

7

8

9

29

30

31
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Terminal

Part number

Strip label

Terminal label

End angle rear

F12_001

Part number

End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

+-SCBTP00003-X3

1

2

3

4

5

20

21

A

B

PE
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Part number

Strip label
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End angle rear
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End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

PXC.3047028 +-X0PXC.3022218

PXC.3022218 CLIPFIX 35

PXC.3047028 D-UT 2,5/10

PXC.3044102 L1UT 4 6

PXC.3044102 N/L2UT 4 6

PXC.3044128 PEUT 4-PE 6

PXC.3022218 CLIPFIX 35
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Terminal

Part number

Strip label

Terminal label

End angle rear

F12_001

Part number

End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

+-X1PXC.3022218

PXC.3022218 CLIPFIX 35

PXC.3044199 AUT 16 25

PXC.3044199 BUT 16 25

PXC.3047206 D-UT 16

PXC.3044212 PEUT 16-PE 25

PXC.3044102 1UT 4 6

PXC.3044102 2UT 4 6

PXC.3044102 3UT 4 6

PXC.3044102 4UT 4 6

PXC.3044102 5UT 4 6

PXC.3044102 6UT 4 6

PXC.3044102 7UT 4 6

PXC.3044102 8UT 4 6

9

7

PXC.3044102 12UT 4 6

PXC.3044102 13UT 4 6

PXC.3044102 14UT 4 6

PXC.3044102 15UT 4 6

PXC.3044102 16UT 4 6

17

PXC.3044102 18UT 4 6

19

PXC.3044102 20UT 4 6

PXC.3044102 21UT 4 6

PXC.3044102 UT 4 6

PXC.3044102 UT 4 6

PXC.3044102 UT 4 6

PXC.3044102 UT 4 6
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Terminal

Part number

Strip label

Terminal label

End angle rear

F12_001

Part number

End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

+-X1PXC.3022218

PXC.3044102 27UT 4 6

PXC.3044102 28UT 4 6

PXC.3044102 29UT 4 6

PXC.3044102 30UT 4 6

PXC.3044102 31UT 4 6

PXC.3047028 D-UT 2,5/10

PXC.3022218 CLIPFIX 35
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Part number

Strip label

Terminal label

End angle rear

F12_001

Part number

End plateMounting rail

JumperType number

Terminal line-up diagram

CoverCross-section

+-X6PXC.3022218

PXC.3022218 CLIPFIX 35

PXC.3044102 1UT 4 6

PXC.3044102 2UT 4 6

PXC.3044102 3UT 4 6

PXC.3047028 D-UT 2,5/10

PXC.3044102 4UT 4 6

PXC.3044102 5UT 4 6

PXC.3044102 6UT 4 6

PXC.3044102 7UT 4 6

PXC.3047028 D-UT 2,5/10

PXC.3022218 CLIPFIX 35

PXC.3030336

PXC.3030336
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Textplates
RESOPALS

MAINSWITCH

RESOPAL PROPERTIES

Resopal dimension 45x15mm
White
Black

ESBP210003

Resopal color
Text color

-

-

-

-

-

-

-

-

-

TEXTPLATE

CONTROL BOX
VOLTAGE:
CURRENT:
POWER:

110-230-400 VAC
16 A
1.0 kW
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	Without structure identifier
	A
	-110A1
	Multi-line
	/110.1
	0    /110.1
	0    /110.2
	24V    /110.2
	110V    /110.2
	230V    /110.2
	400V    /110.3
	N    /110.1

	Panel layout
	/800.2

	-110R1
	Multi-line
	110V;N    /110.1


	-110R2
	Multi-line
	24V;0    /110.2


	-110R2.1
	Multi-line
	230V;N    /110.2


	-110R2.2
	Multi-line
	24V;0    /110.2


	-110R2.3
	Multi-line
	400V;N    /110.2



	-410A1
	Multi-line
	/410.1
	1    /410.1
	1    /410.2
	1    /410.3
	2    /410.4
	3    /410.4
	4    /410.5
	5    /410.6
	1    /410.7
	2    /410.8
	3    /410.8

	Panel layout
	/800.1


	-412A1
	Multi-line
	/412.1
	/501.1
	/502.1
	1    /501.2
	2    /501.2
	3    /501.3
	4    /501.4
	1    /501.5
	2    /501.6
	3    /501.7
	4    /501.8
	1    /502.2
	2    /502.2
	3    /502.3
	4    /502.4
	1    /502.5
	2    /502.6
	3    /502.7
	4    /502.8
	2    /412.2
	4    /412.2

	Panel layout
	/800.1


	-413A1
	Multi-line
	/413.1
	/503.1
	/504.1
	1    /503.2
	2    /503.2
	3    /503.3
	4    /503.4
	1    /503.5
	2    /503.6
	3    /503.7
	4    /503.8
	1    /504.2
	2    /504.2
	3    /504.3
	4    /504.4
	1    /504.5
	2    /504.6
	3    /504.7
	4    /504.8
	2    /413.2
	4    /413.2

	Panel layout
	/800.1



	B
	-220B3
	Multi-line
	+;-    /220.3


	-220B5
	Multi-line
	+;-    /220.5


	-501B2
	Multi-line
	1;3;2    /501.2


	-501B4
	Multi-line
	13;14    /501.4


	-501B7
	Multi-line
	1;3;2    /501.7



	C
	-150C2
	Multi-line
	x1;x2    /150.2

	Panel layout
	/800.2


	-150C4
	Multi-line
	x1;x2    /150.4

	Panel layout
	/800.2



	F
	-110F2
	Multi-line
	1;2;N;N.    /110.2

	Panel layout
	/800.1


	-111F2
	Multi-line
	1;2;N;N.    /111.2

	Panel layout
	/800.1


	-501F1
	Multi-line
	1;2    /501.1

	Panel layout
	/800.2


	-502F3
	Multi-line
	1;2    /502.3

	Panel layout
	/800.2



	K
	-502K3
	Multi-line
	x1;x2    /502.3



	P
	-502P5
	Multi-line
	X1;X2    /502.5

	Panel layout
	/800.6


	-502P6
	Multi-line
	X1;X2    /502.6

	Panel layout
	/800.7


	-502P7
	Multi-line
	X1;X2    /502.7

	Panel layout
	/800.6



	Q
	-100Q4
	Multi-line
	1;2;3;4    /100.2

	Panel layout
	/800.6


	-502Q2
	Multi-line
	A1;A2    /502.2
	1/L1;2/T1    /150.3
	3/L2;4/T2    /150.3
	5/L3;6/T3    /150.3

	Panel layout
	/800.2


	-502Q2.1
	Multi-line
	A1;A2    /502.2
	1/L1;2/T1    /150.4
	3/L2;4/T2    /150.4

	Panel layout
	/800.2


	-504Q2
	Multi-line
	13;14    /504.2
	1;9;5    /230.2

	Panel layout
	/800.2


	-504Q2.1
	Multi-line
	13;14    /504.2
	1;9;5    /230.4

	Panel layout
	/800.2


	-504Q3
	Multi-line
	13;14    /504.3
	1;9;5    /230.6

	Panel layout
	/800.2


	-504Q4
	Multi-line
	13;14    /504.4
	1;9;5    /230.8

	Panel layout
	/800.2



	R
	-150R2
	Multi-line
	1;2    /150.2

	Panel layout
	/800.2


	-150R4
	Multi-line
	x1;x2    /150.4



	S
	-501S8
	Multi-line
	1;2    /501.8
	3;4    /503.2

	Panel layout
	/800.6



	SCBAP
	-SCBAP12401
	Multi-line
	/501.2
	/501.7
	/502.3



	SCBTP
	-SCBTP00003
	Multi-line
	/220.3
	/150.4
	/220.2
	/501.4



	T
	-111T1
	Multi-line
	/111.1
	1+;1+    /111.2
	1-;1-    /111.2
	2+;2+    /111.2
	2-;2-    /111.2
	13;13    /111.3
	14;14    /111.3
	L1;L1    /111.2
	N;N    /111.2
	PE;PE    /111.2

	Panel layout
	/800.1


	-150T2
	Multi-line
	AC1;-;AC2;+    /150.2

	Panel layout
	/800.8


	-200T2
	Multi-line
	/200.2
	1    /200.4
	2    /200.4
	3    /200.4
	4    /200.4
	5    /200.2
	6    /200.2
	7    /200.3
	8    /200.3
	9    /200.2
	10    /200.2
	11    /200.3
	12    /200.3
	13    /200.5
	14    /200.6
	15    /200.6
	16    /200.6

	Panel layout
	/800.1



	U
	-220U2
	Multi-line
	A1;A2;T1;T2    /220.2
	96;95;98    /501.2

	Panel layout
	/800.1


	-220U4
	Multi-line
	A1;A2;T1;T2    /220.4
	96;95;98    /501.6

	Panel layout
	/800.1


	-800U1
	Panel layout
	/800.1




	SCBAP
	-SCBAP12401
	-X4
	Multi-line
	/501.2
	6    /501.7
	7    /501.7
	7    /502.3
	8    /501.7
	9    /502.3
	29    /501.2
	30    /501.3
	31    /501.2




	SCBTP
	-SCBTP00003
	-X3
	Multi-line
	/220.3
	1    /220.3
	2    /220.2
	3    /501.4
	4    /501.5
	5    /501.4
	20    /220.5
	21    /220.4
	A    /150.4
	B    /150.4
	PE    /150.5




	U
	-800U1
	Panel layout
	/800.4
	/800.5
	/800.6
	/800.8



	W
	-W1
	Multi-line
	/100.2
	1    /100.2
	4    /111.2
	5    /111.2
	6    /150.5



	X
	-X0
	Multi-line
	/100.2
	L1:1;2    /100.2
	N/L2:1;2    /100.2
	PE:1;2    /100.2

	Panel layout
	/800.1


	-X1
	Multi-line
	A:1;2    /150.4
	B:1;2    /150.4
	PE:1;2    /150.5
	1:1;2    /220.3
	2:1;2    /220.2
	3:1;2    /501.4
	4:1;2    /501.5
	5:1;2    /501.4
	6:1;2    /501.7
	7:1;2    /501.7
	8:1;2    /501.7
	9:1;2    /502.3
	7:1;2    /502.3
	12:1;2    /501.3
	13:1;2    /501.3
	14:1;2    /230.4
	15:1;2    /230.4
	16:1;2    /230.6
	17:1;2    /230.6
	18:1;2    /230.8
	19:1;2    /230.8
	20:1;2    /220.5
	21:1;2    /220.4
	27:1;2    /230.2
	28:1;2    /230.2
	29:1;2    /501.2
	30:1;2    /501.3
	31:1;2    /501.2

	Panel layout
	/800.1
	/800.2


	-X6
	Multi-line
	/110.1
	1:1;2    /110.2
	2:1;2    /110.2
	3:1;2    /110.3
	4:1;2    /110.1
	5:1;2    /110.2
	6:1;2    /110.2
	7:1;2    /110.2

	Panel layout
	/800.2
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